Meter box
sections (16"X23")

2" Ball valve with 2 1\2"
male fire hose adapter
and cap.

Clamp ball valve and

2" pipe to | 1\2" min
schedule 40 iron pipe
driven 24" min. into ground.

Crushed
surfacing

/12 ga. tracer wire

2" Copper-tube-size /

NOTES: polyethylene pipe

. Locate ball valve and box behind sidewalk. "
2" Corp. stop

. Locate tap within 3 feet of end of main line.
. Maintain positive grade from main to valve. Use
elbow fittings where elevation change does not permit
bends as shown. 2" Saddle tee—
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